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XOTHERMIC WELD
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BONDING CONDUCTOR #6
AWG, SOLID, BUILDING
ENTRANCE TERMINALS

BONDING CONDUCTOR FOR
STRANDE TELECOMMUNICATIONS;
#1/0 AWG, STRANDE, JACKETED
THHN TO ELECTRIC SERVICE
GROUND BUS

TMGB — 1/4"x4"x20" PRE—DRILLED,
TIN-PLATED COPPER GROUND 254MM

BAR W/ 2" STANDOFF INSULATORS

DETAIL

NO SCALE

i

DOWN TO RESCUE
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FIBERGLASS REINFORCED
POLYESTER (FRP) L
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ENDS, 278
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INSULATED
WASHER

LOCK EXPANDABLE
WASHER THREADED / /
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CAP SCREW, 1/2"x3"x1”

WALL

1. ALL CONDUIT SHOWN TO BE RUN THROUGH ATTIC.
2. SEE DWG. NO. E—-300 FOR SYMBOL LEGEND.

@ FROM CEILING SPACE, DROP CONDUIT INTO
WALL CHASE BEHIND CASEWORK AS DIRECTED

TIN PLATED COPPER BUS, 1/4”x4” “ __11/16” // ! ///
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PARTIAL PLAN — ATTIC & MECHANICAL PLAN — AREA A & B — TELECOM/FIRE ALERTING

SCALE: 1/8” = 1’-0"

BID

@ PROVIDE PULLBOX AT ALL 90 AND 45 DEGREE
CONDUIT BENDS.

PROVIDE ANTENNA CABLE SURGE SUPPRESSERS,
QUANTITY AS REQUIRED (TYPICAL). GROUND SURGE
SUPPRESSERS AND ANTENNA MAST TO DEDICATED
ANTENNA GROUNDING SYSTEM CONSISTING OF
3/4"x10’—0" COPPER CLAD GROUND ROD,

EXOTHERMIC WELD CONNECTION, WITH #6 AWG BARE
COPPER GROUND WIRE.
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NOTE:

CONTRACTOR SHALL CHECK &
VERIFY ALL DIMENSIONS &
EXISTING CONDITIONS AT SITE.
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PURCELLVILLE FIRE AND RESCUE

500 MAPLE AVE. BUILDING #
PURCELLVILLE, VIRGINIA

PLAN - AREA A & B - TELECOM/FIRE

PARTIAL PLAN - A
ALERTING
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